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6" FREE
DRAINING
GRAVEL

PAINT FLOODLIGHTS, BRACKET,
ARMS & ALL EXPOSED HARDWARE
WITH FLAT GRAY FINISH

AREA LIGHTS. LIGHTS
SHALL NOT BE MORE

THAN 30FT ABOVE GRADE. /

REMOTE BALLAST ENCLOSURE(S).
PROVIDE 3P CIRCUIT BREAKER
DISCONNECT. FLAT GRAY FINISH.

PROVIDE {10 CONDUCTORS AND
CONNECT TO FLOODLIGHTS. BOND
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O  STEEL FLOODLIGHTING STANDARD

SHIELDED FLOODLIGHT 1500 WATT METAL HALIDE,
REMOTE BALLAST, 480 VOLT

v

I AREA LUMINAIRE, 400 WATT MH, 480 VOLT

POLE AND FLOODLIGHT
SCHEDULE
POLE LENGTH TOTAL
Si 80’ 5
S2 80’ 5
S3 80’ 5
S4 80’ 5
SS 80' 5
S6 80’ 5
S7 80’ 5
S8 80’ 5
TOTAL 40
APPROVED FOR ADVERTISING:
Kenneth J. Nakatsu
Director of Executive Administration
Seattle, Washington 20
By:
Director, Contracting Services Division
REVIEWED:

LIGHTING LAYOUT

SCALE: AS INDICATED
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PARK ENGINEER DATE

All work done In accordance with the Cily of Seattle Standard
Plans and Specifications in effect on the date shown above, and
supplemented by Special Provisions.

. o 720 Olive Way, Suite 1400
RO Seattle, Washington 98101-1853
T - “K 206-667-0555 800-667-0610

Fax: 206-667-0554
ELECTRICAL ENGINEERING | TECHNOLOGY CONSULTING www.sparling.com

| EXPIRES

07-16-2007 |

LOWER WOODLAND PARK

FIELD #2 LIGHTING
REPLACEMENT

LIGHTING LAYOUT

DESIGNED CBF DATE 01-11-07
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